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The following sample(s) was / were submitted and identified on behalf of the client .SGS is not 

responsible for the authenticity, integrity and results of the data and information and / or the validity of 

the conclusion. results apply to the sample as received. 

Sample Description: PVC TARPAULIN 

Style/Item No.: / 
 

Test Requested: 

ISO 4892-3:2016 Plastics - Method of exposure to laboratory light sources - Part 3: Fluorescent UV lamps. 
 

Test Results: -- See attached sheet -- 
 

Test Period: 

Sample Receiving Date : FEB.15, 2019 

Test Performing Date : FEB.15, 2019 TO APR.08, 2019 
 

Signed for and on behalf of 
SGS-CSTC Co., Ltd. Anji Branch 

 

Allen Zou 

Technical Manager 
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I. Test conducted 

Test in accordance with “ISO 4892-3:2016 Plastics - Method of exposure to laboratory light sources - Part 3: 

Fluorescent UV lamps”. 

Determination changes in colour in accordance with “ISO 105-A02:1993 Cor2:2005 Textiles - Tests for 

colour fastness—Part A02: Grey scale for assessing change in colour”. 

 
II. Conditions 

1) Lamp type: UVA-340 

2) Description of exposure cycle used: 

Cycle 1: 1. 8 hours dry at 60□; 

2. 4 hours condensation at 50□ 

3) Actual value 

---Irradiance: 0.76 W/ (m2.nm) 

---Approximate Wavelength: 340 nm 

4) Total exposure time: 1000 hours 
 

III. Test Results 
 

Specimen No. 1 2 3 4 5 Result 

Gray scale grade 4-5 4-5 4-5 4-5 4-5 4-5 

 

Note: According to ISO 105 A02, the grey scale was determined under the D65 standard light, scale 5 is 

the best and scale 1 is the worst. 

Statement: 

This declaration of conformity is only based on the result of this laboratory activity, the impact 

of the uncertainty of the results was not included. 
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Photo Appendix: 

 

SGS authenticate the photo on original report only 
***End of Report*** 


